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Abstract. The increase of electric vehicle (EV) battery
chargers connected to electric networks could lead to future
harmonic problems in power systems. These loads are non-
linear devices that inject harmonic currents and pollute network
voltages. Thus, battery charger modeling must be studied in
detail to determine their harmonic emissions and prevent future
problems. This paper investigates EV battery charger behavior,
analyzes its equivalent circuit and reports a model for each
conduction mode of the circuit. Experimental measurements
and PSpice numerical simulations support the study.
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1. Introduction
Effective transportation systems are essential for
developed countries’ prosperity, having significant
impacts on economic growth, social development and the
environment. In 2004 the transport sector consumed 30%
of the total final energy consumption and it was
responsible for 25% of CO2 emissions (EU-25) [1].
Electrical vehicles (EV) have recently emerged as a
promising alternative that uses electricity to displace a
significant fraction of fleet petroleum consumption.
Nevertheless, this new situation and the expected future
growth of EVs can create serious problems of power
quality in existing grids, mainly where parking
installations are concentrated [2]-[3]. Thus the growing
presence of EV battery chargers in residential
installations could increase the harmonic levels in power
distribution systems. For this reason, several studies in
the literature attempt to predict the harmonic impact of
these non-linear loads on the network and investigate the
harmonic emissions of battery chargers and clusters of
these loads in the network [4]-[8]. Others focus on the
effects of these devices on the system [9]-[12].
The paper presents the equivalent circuit of EV battery
chargers and studies its conduction modes. The analytical
models of the battery charger conduction modes are
developed in detail. Experimental and numerical
examples of these modes are also reported.
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Fig. 2. Conduction modes of EV battery charger equivalent
circuit.
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Fig. 1. Equivalent circuit of EV battery chargers.
2. EV Battery Charger Behavior
Fig. 1 illustrates the typical equivalent circuit of single-
phase battery chargers. It consists of a single-phase diode
bridge with an AC inductor L (together with its
associated resistance R), the resistance RC and the
inductance LC of the charger circuit and the emf E of the
battery under charge (together with its internal resistance
RE). According to Fig. 2, this circuit can operate in three
different modes:
- Continuous conduction mode 1 (CCM1): For a given
ratio E/V1, the zero-crossing of the current i occurs after
the zero-crossing of the voltage vp [point A in
Fig. 2(a)]. This happens because the circuit
inductances, or rather the inductance LC, are large
enough to hold the current (note that the current ic is
held beyond the fall of the current i). Thus, the open
diode pair turns on so that the four diodes are on
(segments I and III). The diodes remain on until the
zero-crossing of the current i [point B in Fig. 2 (a)]. In
this conduction mode, two states can be distinguished:
a) The currents i and ic are not the same and flow
through the four diodes [segments I and III in Fig. 2
(a)]; b) The currents i and ic are the same and flow
through one diode pair, charging the battery [segments
II and IV in Fig. 2 (a)].
- Continuous conduction mode 2 (CCM2): For a given
ratio E/V1, the zero-crossing of the current i [point A in
Fig. 2 (b)] occurs before the natural zero-crossing of the
voltage vp because the circuit inductances are smaller
than in CCM1 circuit. As the current zero-crossing
takes place when the supply voltage is greater than the
emf E due to the small ratio E/V1, the current continues
flowing through the other pair of diodes (i.e., the diodes
which are on turn off and the diodes which are off turn
on). In this conduction mode, one state can be
distinguished: a) The current i flows through the diode
pair D2, 3 or D1, 4 [segment I or II in Fig. 2 (b),
respectively].
- Discontinuous conduction mode (DCM): For a given
ratio E/V1, the zero-crossing of the current i [point A in
Fig. 2 (c)] occurs before the natural zero-crossing of the
voltage vp because the circuit inductances are smaller
than in CCM1 circuit. As the current zero-crossing
takes place when the supply voltage is smaller than the
emf E due to the large ratio E/V1, the current does not
continue flowing through the diodes (i.e., the diodes
which are on turn off). The diodes remain off until the
rectified supply voltage is greater than the emf E
[point B in Fig. 2 (c)]. In this conduction mode, two
states can be distinguished: a) The current i is zero
because the diodes are off [segments I and III in Fig. 2
(c)]; b) The current i flows through one diode pair,
charging the battery [segments II and IV in Fig. 2 (c)].
CCM2 corresponds to discharge lamp behavior, which
has been widely studied and modeled in the literature
[13]. CCM1 and DCM are two possible battery charger
behaviors, DCM being the most common one. The
following section presents the modeling of both
conduction modes.
3. EV Battery Charger Modeling
A. CCM1 Modeling
Fig. 3(a) shows the voltage and current waveforms of the
battery charger in CCM1. The commutation angle θ1 and
the overlap angle µ, which define charger behavior
considering half-wave symmetry conditions, are
illustrated in Fig. 3(a). To obtain the instantaneous
waveshape of the battery charger currents, such angles
must be determined by analyzing the circuit states
corresponding to the current segments I and II. Thus, the
analysis of the circuit in Fig. 3(a) reveals that the
equations characterizing the current waveforms of
segment I (θ1 < θ < θ1 + µ) and segment II
(θ1 + µ < θ < θ1 + π) are
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where Rt = R + Rc + RE, X = L·ω, Xc = Lc·ω,
Xt = (L + Lc)·ω, ω = 2πf and f is the fundamental
frequency. The expression of these currents is obtained
by solving (1)
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Fig. 3. EV battery charger modeling.
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The expressions of the constants K(I), Kc(I) and K(II) in (2)
are obtained from the continuity and periodicity
conditions:
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The commutation and overlap angles are obtained by
solving the error function non-linear system of the form
F(x) = 0 derived from the symmetry and segment change
conditions:
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where F = (f1, f2), x = (θ1, µ) and
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B. DCM Modeling
Fig. 3(b) shows the voltage and current waveforms of the
battery charger in DCM. The commutation angles θ1 and
θ2, which define charger behavior considering half-wave
symmetry conditions, are illustrated in Fig. 3(b). To
obtain the instantaneous waveshape of the battery charger
currents, these angles must be determined by analyzing
the circuit states corresponding to the current segments I
and II. Thus, the analysis of Fig. 3(b) reveals that the
equations characterizing the current waveforms of
segment I (θ1 < θ < θ2) and segment II (θ2 < θ < θ1 + π)
are
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where Rt = R + Rc + RE, Xt = (L + Lc)·ω. The expression
of these currents is obtained by solving (7):
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The expression of the constant K(II) in (8) is obtained
from the continuity condition:
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The commutation angles are obtained by solving the error
function non-linear system of the form F(x) = 0 derived
from the symmetry and segment change conditions
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where F = (f1, f2) and x = (θ1, θ2).
4. EV Battery Charger Model Validation
A. Experimental measurements
Three examples of current waveforms are shown to
report the current conduction modes in Fig. 2:
- Figure 3 in [7] illustrates the CCM1 current
waveforms. They correspond to measurements of a
480 V battery charger connected in a 240 V supply
installation.
- Fig. 4 illustrates the CCM2 current waveform. It
corresponds to measurements of a SYLVANIA 26 W
compact fluorescent lamp (Lynx D CF-D 26 W/840
model) installed in a NEXIA 230 V/50 Hz 2x26 W
Serie 01 downlight (G24d-3 model) in a household
installation.
- Fig. 5 illustrates the DCM current waveform. It
corresponds to measurements of a Piaggio Porter EV
2.2 kW battery charger in a garage installation.
The total harmonic distortion of the currents
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is also provided in the previous figures. The
measurements of the Fig. 4 and Fig. 5 were made with
the supply network analyzer AR5-L of CIRCUTOR.
B. Numerical simulations
Numerical simulations were performed with PSpice
software to study the current conduction modes in Fig. 2.
The obtained waveforms are illustrated in Fig. 6. The
parameters of the equivalent circuits (Fig. 1)
corresponding to the different simulations are also shown
in Fig. 6. The conduction modes analysis in Section II
can be contrasted with the results in Fig. 6. The
experimental measurements in Section 4.A could be
reproduced with the studied models. To this end, first the
parameter models must be estimated from measurements.
This must be studied in detail in further investigations.
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Fig. 6. Simulated current waveforms of the conduction modes
of the battery charger equivalent circuit.
0
θ (rad)
2πππ/2 3π/2
v 
(V
)
400
0
−400
−200
200
i (A
)0
30
−30
15
−15iv
THD = 82.7 %
Fig. 5. Measured current waveforms of DCM.
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5. Conclusion
The paper presents the equivalent circuit of EV battery
chargers and analyzes its time behavior, which has three
different current conduction modes (CCM1, CCM2 and
DCM). CCM2 corresponds to discharge lamp behavior
and CCM1 and DCM correspond to battery charger
behavior. The analytical model of CCM1 and DCM is
studied in detail and the equations characterizing both
conduction modes are provided. The three current
conduction modes of the battery charger equivalent
circuit are illustrated with experimental measurements
and PSpice simulations.
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